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199—15.1(476)  Definitions.  Terms defined in the Public Utility Regulatory Policies Act of 1978
(PURPA), 16 U.S.C. 2601, et seq., shall have the same meaning for purposes of these rules as they have
under PURPA, unless further defined in this chapter.

“AEP facility” means any of the following:  (1) an electric production facility which derives 75
percent or more of its energy input from solar energy, wind, waste management, resource recovery,
refuse-derived fuel, agricultural crops or residues, or wood burning; (2) a hydroelectric facility at a
dam; (3) land, systems, buildings, or improvements that are located at the project site and are necessary
or convenient to the construction, completion, or operation of the facility; or (4) transmission or dis-
tribution facilities necessary to conduct the energy produced by the facility to the purchasing utility.

“Avoided costs” means the incremental costs to an electric utility of electric energy or capacity or
both which, but for the purchase from the qualifying facility or qualifying facilities, such utility would
generate itself or purchase from another source.

“Backup power” means electric energy or capacity supplied by an electric utility to qualifying fa-
cilities and AEP facilities to replace energy ordinarily generated by a facility’s own generation equip-
ment during an unscheduled outage of the facility.

“Board” means the Iowa utilities board.
“Interconnection costs” means the reasonable costs of connection, switching, metering, transmis-

sion, distribution, safety provisions and administrative costs incurred by the electric utility directly re-
lated to the installation and maintenance of the physical facilities necessary to permit interconnected
operations with qualifying facilities and AEP facilities, to the extent the costs are in excess of the corre-
sponding costs which the electric utility would have incurred if it had not engaged in interconnected
operations, but instead generated an equivalent amount of electric energy itself or purchased an equiv-
alent amount of electric energy or capacity from other sources.  Interconnection costs do not include
any costs included in the calculation of avoided costs.

“Interruptible power” means electric energy or capacity supplied by an electric utility subject to
interruption by the electric utility under specified conditions.

“Maintenance power” means electric energy or capacity supplied by an electric utility during
scheduled outages of qualifying facilities and AEP facilities.

“Purchase” means the purchase of electric energy or capacity or both from qualifying facilities and
AEP facilities by an electric utility.

“Qualifying facility” means a cogeneration facility or a small power production facility which is a
qualifying facility under 18 CFR Part 292, Subpart B.

“Rate” means any price, rate, charge, or classification made, demanded, observed or received with
respect to the sale or purchase of electric energy or capacity, or any rule, regulation, or practice respect-
ing any rate, charge, or classification, and any contract pertaining to the sale or purchase of electric
energy or capacity.

“Sale” means the sale of electric energy or capacity or both by an electric utility to qualifying facili-
ties and AEP facilities.

“Supplementary power” means electric energy or capacity supplied by an electric utility, regularly
used by qualifying facilities and AEP facilities in addition to that which the facility generates itself.

“System emergency” means a condition on a utility’s system which is likely to result in imminent
significant disruption of service to customers or is imminently likely to endanger life or property.
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199—15.2(476)  Scope.
15.2(1) Applicability.
a. Subrule 15.2(2) and rule 199—15.10(476) of this chapter apply to all electric utilities, all qual-

ifying facilities, and all AEP facilities.
b. Rule 199—15.3(476) of this chapter applies to electric utilities which are subject to rate regu-

lation by the board.
c. Rules 199—15.4(476) and 199—15.5(476) of this chapter apply to qualifying facilities and

electric utilities which are subject to rate regulation by the board.
d. Rules 199—15.6(476) to 199—15.9(476) of this chapter apply to all qualifying facilities and

AEP facilities, and electric utilities which are subject to rate regulation by the board.
e. Rule 199—15.11(476) of this chapter lists additional requirements that apply to AEP facilities,

and electric utilities which are subject to rate regulation by the board, pursuant to Iowa Code sections
476.41 to 476.45.

15.2(2) Negotiated rates or terms.  These rules do not:
a. Limit the authority of any electric utility, any qualifying facility, or any AEP facility to agree to

a rate for any purchase, or terms or conditions relating to any purchase, which differ from the rate or
terms or conditions which would otherwise be required by these rules; or

b. Affect the validity of any contract entered into between an electric utility and a qualifying fa-
cility or AEP facility for any purchase.

199—15.3(476)  Information to board.  In addition to the information required to be supplied to the
board under 18 CFR 292.302, all rate-regulated electric utilities shall supply to the board copies of
contracts executed for the purchase or sale, for resale, of energy or capacity.  If the purchases or sales
are made other than pursuant to the terms of a written contract, then information as to the relevant
prices and conditions shall be supplied to the board.  All information required to be supplied under this
rule shall be filed with the board by May 1 and November 1 of each year for all transactions occurring
since the last filing was made.

199—15.4(476)  Rate-regulated electric utility obligations under this chapter regarding qualify-
ing facilities.  For purposes of this rule, “electric utility” means a rate-regulated electric utility.

15.4(1) Obligation to purchase from qualifying facilities.  Each electric utility shall purchase, in ac-
cordance with these rules, any energy and capacity which is made available from a qualifying facility:

a. Directly to the electric utility; or
b. Indirectly to the electric utility in accordance with subrule 15.4(4).
15.4(2) Obligation to sell to qualifying facilities.  Each electric utility shall sell to any qualifying

facility, in accordance with these rules and the other requirements of law, any energy and capacity re-
quested by the qualifying facility.

15.4(3) Obligation to interconnect.  Any electric utility shall make the interconnections with any
qualifying facility as may be necessary to accomplish purchases or sales under these rules.  The obliga-
tion to pay for any interconnection costs shall be determined in accordance with rule 199—15.8(476).
However, no electric utility is required to interconnect with any qualifying facility if, solely by reason
of purchases or sales over the interconnection, the electric utility would become subject to regulation
as a public utility under Part II of the Federal Power Act.
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15.4(4) Transmission to other electric utilities.  If a qualifying facility agrees, an electric utility
which would otherwise be obligated to purchase energy or capacity from the qualifying facility may
transmit the energy or capacity to any other electric utility.  Any electric utility to which the energy or
capacity is transmitted shall purchase the energy or capacity under this subpart as if the qualifying fa-
cility were supplying energy or capacity directly to the electric utility.  The rate for purchase by the
electric utility to which the energy is transmitted shall be adjusted up or down to reflect line losses and
shall not include any charges for transmission.

15.4(5) Parallel operation.  Each electric utility shall offer to operate in parallel with a qualifying
facility, provided that the qualifying facility complies with any applicable standards established in ac-
cordance with these rules.

199—15.5(476)  Rates for purchases from qualifying facilities by rate-regulated electric utilities.
For purposes of this rule, “electric utility” or “utility” means a rate-regulated electric utility.

15.5(1) Rates for purchases.  Rates for purchases shall:
a. Be just and reasonable to the electric consumer of the electric utility and in the public interest;

and
b. Not discriminate against qualifying cogeneration and small power production facilities.  Noth-

ing in these rules requires any electric utility to pay more than the avoided costs, as set forth in these
rules, for purchases.

15.5(2) Relationship to avoided costs.  For purposes of this subrule, “new capacity” means any
purchase from capacity of a qualifying facility, construction of which was commenced on or after No-
vember 9, 1978.

A rate for purchases satisfies the requirements of this rule if the rate equals the avoided costs deter-
mined after consideration of the factors set forth in rule 15.6(476); except that a rate for purchases other
than from new capacity may be less than the avoided cost if the board determines that a lower rate is
consistent with subrule 15.5(1) and is sufficient to encourage cogeneration and small power produc-
tion.

Unless the qualifying facility and the utility agree otherwise, rates for purchases shall conform to
the requirements of this rule regardless of whether the electric utility making purchases is simulta-
neously making sales to the qualifying facility.

In the case in which the rates for purchases are based upon estimates of avoided costs over the spe-
cific term of the contract or other legally enforceable obligation, the rates for purchases do not violate
this rule if the rates for the purchases differ from avoided costs at the time of delivery.

15.5(3) Standard rates for purchases.  Each electric utility shall file and maintain with the board
tariffs specifying standard rates for purchases from qualifying facilities with a design capacity of 100
kilowatts or less.  These tariffs may differentiate between qualifying facilities using various technolo-
gies on the basis of the supply characteristics of the different technologies.  All utilities shall include a
seasonal differential in these rates for purchases to the extent avoided costs vary by season.  All utilities
shall make available time of day rates for those facilities with a design capacity of 100 kilowatts or less,
provided that the qualifying facility shall pay, in addition to the interconnection costs set forth in these
rules, all additional costs associated with the time of day metering.

The standard rates set forth in this rule shall indicate what portion of the rate is attributable to pay-
ments for the utility’s avoided energy costs, and what portion of the rate, if any, is attributable to pay-
ments for capacity costs avoided by the utility.  If no capacity credit is provided in the standard tariff, a
qualifying facility may petition the board for an allowance of the capacity credit.  The petition shall be
handled by the board as a contested case proceeding, and the burden of proof shall be on the qualifying
facility to demonstrate that capacity credit is warranted in the case in question.

The board may require utilities interconnected with qualifying facilities to provide metering and
other equipment necessary for the collection test and monitoring of information concerning the time
and conditions under which energy and capacity are available from the qualifying facility.  The costs of
such metering shall be treated by the utility in the same manner as any other research expenditure.
IAC 10/8/86, 7/23/03
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15.5(4) Other purchases.  Rates for purchases from qualifying facilities with a design capacity of
greater than 100 kilowatts shall be determined in contested case proceedings before the board, unless
the rates are otherwise agreed upon by the qualifying facility and the utility involved.

15.5(5) Purchases “as available” or pursuant to a legally enforceable obligation.  Each qualifying
facility shall have the option either:

a. To provide energy as the qualifying facility determines the energy to be available for the pur-
chases, in which case the rates for the purchases shall be based on the purchasing utility’s avoided costs
calculated at the time of delivery; or

b. To provide energy or capacity pursuant to a legally enforceable obligation for the delivery of
energy or capacity over a specified term, in which case the rates for the purchases shall, at the option of
the qualifying facility exercised prior to the beginning of the specified term, be based on either:  The
avoided costs calculated at the time of delivery; or the avoided costs calculated at the time the obliga-
tion is incurred.

15.5(6) Factors affecting rates for purchases.  In determining avoided costs, the following factors
shall, to the extent practicable, be taken into account:

a. The prevailing rates for capacity or energy on any interstate power grid with which the utility is
interconnected.

b. The incremental energy costs or capacity costs of the utility itself or utilities in the interstate
power grid with which the utility is interconnected.

c. The time of day or season during which capacity or energy is available, including:
(1) The ability of the utility to dispatch the qualifying facility;
(2) The expected or demonstrated reliability of the qualifying facility;
(3) The terms of any contract or other legally enforceable obligation, including the duration of the

obligation, termination notice requirement and sanctions for noncompliance;
(4) The extent to which scheduled outages of the qualifying facility can be usefully coordinated

with scheduled outages of the utility’s facilities;
(5) The usefulness of energy and capacity supplied from a qualifying facility during system emer-

gencies, including its ability to separate its load from its generation; and
(6) The individual and aggregate value of energy and capacity from qualifying facilities on the

electric utility’s system.
d. The costs or savings resulting from variations in line losses from those that would have existed

in the absence of purchases from the qualifying facility, if the purchasing electric utility generated an
equivalent amount of energy itself.

15.5(7) Periods during which purchases not required.  Any electric utility will not be required to
purchase electric energy or capacity during any period during which, due to operational circumstances,
purchases from qualifying facilities will result in costs greater than those which the utility would incur
if it did not make the purchases, but instead generated an equivalent amount of energy itself; provided,
however, that any electric utility seeking to invoke this subrule must notify each affected qualifying
facility within a reasonable amount of time to allow the qualifying facility to cease the delivery of ener-
gy or capacity to the electric utility.

a. Any electric utility which fails to comply with the provisions of this subrule will be required to
pay the usual rate for the purchase of energy or capacity from the facility.

b. A claim by an electric utility that such a period has occurred or will occur is subject to verifica-
tion by the board.
IAC 10/8/86, 7/23/03
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199—15.6(476)  Rates for sales to qualifying facilities and AEP facilities by rate-regulated utili-
ties.  For purposes of this rule, “utility” means a rate-regulated electric utility.  Rates for sales to quali-
fying facilities and AEP facilities shall be just, reasonable and in the public interest, and shall not dis-
criminate against qualifying facilities and AEP facilities in comparison to rates for sales to other
customers with similar load or other cost-related characteristics served by the utility.  The rate for sales
of backup or maintenance power shall not be based upon an assumption (unless supported by data) that
forced outages or other reductions in electric output by all qualifying facilities and AEP facilities will
occur simultaneously or during the system peak, or both, and shall take into account the extent to which
scheduled outages of qualifying facilities and AEP facilities can be usefully coordinated with sched-
uled outages of the utility’s facilities.

199—15.7(476)  Additional services to be provided to qualifying facilities and AEP facilities by
rate-regulated electric utilities.  For purposes of this rule, “electric utility” or “utility” means a rate-
regulated electric utility.

15.7(1) Upon request of qualifying facilities and AEP facilities, each electric utility shall provide
supplementary power, backup, maintenance power, and interruptible power.  Rates for such service
shall meet the requirements of subrule 15.5(6), and shall be in accordance with the terms of the utility’s
tariff.

The board may waive this requirement pursuant to rule 199—1.3(17A,474) only after notice in the
area served by the utility and an opportunity for public comment.  The waiver may be granted if com-
pliance with this rule will:

a. Impair the electric utility’s ability to render adequate service to its customers, or
b. Place an undue burden on the electric utility.
15.7(2) Reserved.

199—15.8(476)  Interconnection costs.  For purposes of this rule, “utility” means a rate-regulated
electric utility.

15.8(1) Qualifying facilities and AEP facilities shall be obligated to pay any interconnection costs,
as defined in this chapter.  These costs shall be assessed on a nondiscriminatory basis with respect to
other customers with similar load characteristics.

15.8(2) Utilities shall be reimbursed by qualifying facilities and AEP facilities for interconnection
costs at the time the costs are incurred.  Upon petition by any party involved and for good cause shown,
the board may allow for reimbursement of costs over a reasonable period of time and upon such condi-
tions as the board may determine; provided, however, that no other customers of the utility shall bear
any of the costs of interconnection.

199—15.9(476)  System emergencies.  For purposes of this rule, “electric utility” means a rate-
regulated electric utility.  Qualifying facilities and AEP facilities shall be required to provide energy or
capacity to an electric utility during a system emergency only to the extent:

15.9(1) Provided by agreement between the qualifying facility or AEP facility and the electric util-
ity; or

15.9(2) Ordered under Section 202(c) of the Federal Power Act.  During any system emergency, an
electric utility may immediately discontinue:

a. Purchases from qualifying facilities and AEP facilities if purchases would contribute to the
emergency; and

b. Sales to qualifying facilities and AEP facilities, provided that the discontinuance is on a non-
discriminatory basis.
IAC 7/23/03
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199—15.10(476)  Standards for interconnection, safety, and operating reliability.  For purposes of
this rule, “electric utility” or “utility” means both rate-regulated and non-rate-regulated electric utili-
ties.

15.10(1) Acceptable standards.  Qualifying facilities and AEP facilities shall meet the applicable
provisions in the publications listed below in order to be eligible for interconnection to an electric util-
ity system:

a. General Requirements for Synchronous Machines, ANSI C50.10-1990.
b. Requirements for Salient Pole Synchronous Generators and Condensers, ANSI C50.12-1982.
c. Requirements for Cylindrical-Rotor Synchronous Generators, ANSI C50.13-1989.
d. Requirements for Combustion Gas Turbine Driven Cylindrical-Rotor Synchronous Genera-

tors, ANSI C50.14-1977.
e. Iowa Electrical Safety Code, as defined in 199—Chapter 25.
f. National Electrical Code, ANSI/NFPA 70-2002.
g. IEEE Recommended Practices and Requirements for Harmonic Control in Electrical Power

Systems—IEEE 519-1992.
For those facilities which are of such design as to not be subject to the standards noted in “a,” “b,”

“c,” and “d” above, data on the manufacturer, type of device, and output current wave form (at full
load) and output voltage wave form (at no load and at full load) shall be submitted to the utility for
review and approval prior to interconnection.  A copy of the utility decision (whether approving or
disapproving), including the data specified above and the exact location of the facility, shall be filed
with the board within one week of the date of the decision.  The utility decision, or its failure to decide
within a reasonable time, may be appealed to the board.  The appeal shall be treated as a contested case
proceeding.

15.10(2) Modifications required.  Rescinded IAB 7/23/03, effective 8/27/03.
15.10(3) Interconnection facilities.  Interconnections between qualifying facilities or AEP facili-

ties and electric utility systems shall be equipped with devices, as set forth below, to protect either sys-
tem from abnormalities or component failures that may occur within the facility or the electric utility
system.  Inclusion of the following protective systems shall be considered as a minimum standard of
accepted good practice unless otherwise ordered by the board:

a. The interconnection must be provided with a switch that provides a visible break or opening.
The switch must be capable of being padlocked in the open position.

b. The interconnection shall include overcurrent devices on the facility to automatically discon-
nect the facility at all currents that exceed the full-load current rating of the facility.

c. Facilities with a design capacity of 100 kilowatts or less must be equipped with automatic dis-
connection upon loss of electric utility-supplied voltage.

d. Those facilities that produce a terminal voltage prior to the closure of the interconnection shall
be provided with synchronism-check devices to prevent closure of the interconnection under condi-
tions other than a reasonable degree of synchronization between the voltages on each side of the inter-
connection switch.

15.10(4) Access.  Both the operator of the qualifying facility or AEP facility and the utility shall
have access to the interconnection switch at all times.

15.10(5) Inspections.  The operator of the qualifying facility or AEP facility shall adopt a program
of inspection of the generator and its appurtenances and the interconnection facilities in order to deter-
mine necessity for replacement and repair.  Representatives of the utility shall have access at all reason-
able hours to the interconnection equipment specified in subrule 15.10(3) for inspection and testing.
IAC 7/23/03
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15.10(6) Emergency disconnection.  In the event that an electric utility or its customers experience
problems of a type that could be caused by the presence of alternating currents or voltages with a fre-
quency higher than 60 Hertz, the utility shall be permitted to open and lock the interconnection switch
pending a complete investigation of the problem.  Where the utility believes the condition creates a
hazard to the public or to property, the disconnection may be made without prior notice.  However, the
utility shall notify the operator of the qualifying facility or AEP facility by written notice and, where
possible, verbal notice as soon as practicable after the disconnections.  If the facility and the utility are
unable to agree on conditions for reconnection of the facility, a contested case proceeding to determine
the conditions for reconnection may be commenced by the facility or the utility upon filing of a peti-
tion.

199—15.11(476)  Additional rate-regulated utility obligations regarding AEP facilities.  For pur-
poses of this rule, “MW” means megawatt, “MWH” means megawatt-hour, and “utility” means a rate-
regulated electric utility.

15.11(1) Obligation to purchase from AEP facilities.  Each utility shall purchase, pursuant to con-
tract, its share of at least 105 MW of AEP generating capacity and associated energy production.  The
utility’s share of 105 MW is based on the utility’s estimated percentage share of Iowa peak demand,
which is based on the utility’s highest monthly peak shown in its 1990 FERC Form 1 annual report, and
on its related Iowa sales and total company sales and losses shown in its 1990 FERC Form 1 and IE-1
annual reports.  Each utility’s share of the 105 MW is determined to be as follows:

Percentage Share of
Iowa Peak

Utility Share of
105 MW

Interstate Power and Light 47.43% 49.8 MW
MidAmerican Energy 52.57% 55.2 MW

A utility is not required to purchase from an AEP facility that is not owned or operated by an individ-
ual, firm, copartnership, corporation, company, association, joint stock association, city, town, or
county that meets both of the following:  (1) is not primarily engaged in the business of producing or
selling electricity, gas, or useful thermal energy other than electricity, gas, or useful thermal energy
sold solely from AEP facilities; and (2) does not sell electricity, gas, or useful thermal energy to resi-
dential users other than the tenants or the owner or operator of the facility.

15.11(2) Purchases pursuant to a legally enforceable obligation.  Each AEP facility shall provide
electricity on a best-efforts basis pursuant to a legally enforceable obligation for the delivery of elec-
tricity over a specified contract term.

15.11(3) Annual reporting requirement.  Beginning April 1, 2004, each utility shall file an annual
report listing nameplate MW capacity and associated monthly MWH purchased from AEP facilities,
itemized by AEP facility.

15.11(4) Tariff filings.  The electric utility shall maintain a tariff schedule of standard AEP contract
provisions offered.  The initial tariffs and subsequent revisions shall be subject to board approval.  Pro-
visions of any individual AEP contract which differ from or exceed the utility tariff of standard AEP
contract provisions shall also be subject to board approval, unless otherwise agreed upon by the indi-
vidual AEP facility and utility.

15.11(5) Net metering.  Each utility shall offer to operate in parallel through net metering (with a
single meter monitoring only the net amount of electricity sold or purchased) with an AEP facility,
provided that the facility complies with any applicable standards established in accordance with these
rules.

In the alternative, by choice of the facility, the utility and facility shall operate in a purchase and sale
arrangement whereby any electricity provided to the utility by the AEP facility is sold to the utility at
the fixed or negotiated buy-back rate, and any electricity provided to the AEP facility by the utility is
sold to the facility at the tariffed rate.
IAC 7/23/03
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199—15.12(476)  Rates for purchases from qualifying alternate energy and small hydro facilities
by rate-regulated electric utilities.  Rescinded IAB 7/23/03, effective 8/27/03.

199—15.13(476)  Rates for sales to qualifying alternate energy production and small hydro facil-
ities by rate-regulated utilities.  Rescinded IAB 7/23/03, effective 8/27/03.

199—15.14(476)  Additional services to be provided to qualifying alternate energy production
and small hydro facilities.  Rescinded IAB 7/23/03, effective 8/27/03.

199—15.15(476)  Interconnection costs.  Rescinded IAB 7/23/03, effective 8/27/03.

199—15.16(476)  System emergencies.  Rescinded IAB 7/23/03, effective 8/27/03.
These rules are intended to implement Iowa Code sections 476.1, 476.8, 476.41 to 476.45, and

546.7, Section 210 of the Public Utility Regulatory Policies Act of 1978, and 18 CFR Part 292.
[Filed 3/26/81, Notice 10/29/80—published 4/15/81, effective 5/20/81]

[Filed emergency 6/28/82—published 7/21/82, effective 6/28/82]
[Filed 7/27/84, Notice 4/25/84—published 8/15/84, effective 9/19/84]

[Filed emergency 9/18/86—published 10/8/86, effective 9/18/86]
[Filed emergency 9/4/87—published 9/23/87, effective 9/4/87]

[Filed 4/25/91, Notice 12/26/90—published 5/15/91, effective 6/19/91]
[Filed 6/4/93, Notice 1/20/93—published 6/23/93, effective 7/28/93]

[Filed 10/20/94, Notice 6/22/94—published 11/9/94, effective 12/14/94]
[Filed 10/12/00, Notice 8/23/00—published 11/1/00, effective 12/6/00]
[Filed 3/29/02, Notice 2/6/02—published 4/17/02, effective 5/22/02]
[Filed 7/3/03, Notice 3/5/03—published 7/23/03, effective 8/27/03]
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