481—391.13(89) English language and U.S. customary units required. All documentation supplied for the unit including but not limited to the manufacturers’ data report, drawings, parts lists, installation manuals, and operating manuals shall be in English, and all measurements in U.S. customary units. All pressure gages, thermometers and other controls and safety devices shall also be in U.S. customary units.
[ARC 8894C, IAB 2/19/25, effective 3/26/25; Editorial change: IAC Supplement 7/9/25]
