567—41.11(455B) Other monitoring. 
    41.11(1) Monitoring of interconnected PWS. When a PWS system supplies water to one or more other PWSs, the department may modify the monitoring requirements imposed by this chapter to the extent that the interconnection of the systems justifies treating them as a single system for monitoring purposes. Any modified monitoring shall be conducted pursuant to a schedule specified by the department and concurred with by the EPA administrator.
    41.11(2) Monitoring of other contaminants. If the department determines that other contaminants are present in a PWS, and the contaminants are known to pose, or scientific evidence strongly suggests that they pose, a threat to human health, a water supply may be required to monitor for such contaminants. The water supply will monitor at a frequency and in a manner which will adequately identify the magnitude and extent of the contamination. The monitoring frequency and sampling location will be determined by the department. All analytical results will be obtained using EPA-approved methods and submitted to the department for review and evaluation. Any monitoring required under this paragraph will be incorporated into an operation permit or an order.
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